
 

Pokagon Band of Potawatomi 

Utility Line Trace Wire Product Specifications 

Tracer wire should be installed with all styles of utilities (Gas, Electric, Sanitary Sewer, 

Telecommunications (Fiber Optic), Water, Telephone and Storm Water Sewer). 

The dialogue below includes the tracer wire specifications we would like utilized: 

Minimum Product Requirements 

 Wire Size or Gauge – 12 Gauge 

 Jacket Color – Red for Electric, Yellow for Gas, Orange for Communication, Blue for 

Potable Water, and Green for Sewer. 

 Jacket/Coating Type – 30 Mil High Molecular Weight Polyethylene (HWMP) or High 

Density Polyethylene Insulation (HDPE) 

 Wire Type –HF-CCS (High Flexibility Copper Clad Steel)  

 Connectors – Pro-Trace TW Connector, Dryconn Lug, Copperhead Locking Snakebite 

connector or Approved Equal and Made in the USA. 

 Trace Wire Access Box - PRO-TRACE Magnetized Tracer Wire Access Box or Approved 

Equal and Made in the USA. 

Install per manufacturer’s instructions and per code. 


